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EXAMPLE 1 : ABB breaker (tests performed in British Columbia, Canada) 
 
The ABB breaker shown here is a compressed air breaker.  

 
 

 
 
The kit used is a KIT-ZLB linear kit with a ZLT-300 linear transducer. This breaker's 
mechanism makes only a small rotation of less than one-quarter turn. In order to use the linear  
transducer, the customer supplied the linkage assembly shown here, along with the base kit 
supplied by Zensol. 
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Linkage assembly used with the kit. 

 
 


