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EXAMPLE 3 : SPRING-TYPE BREAKER (tests performed in Texas, USA) 
 
The breaker shown here is one widely used by industrial customers, such as aluminum 
factories, mines, pulp and paper mills, etc. The three phases are visible here.  The KIT-ZLB 
linear displacement kit and its transducer have been mounted on the side of the breaker without 
any special adaptation. 
 

 
 
 
 


